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CONCRETE (SECTION)

METAL STUD FRAMING (PLAN)

WOOD BLOCKING CONTINUOUS (SECTION)

WOOD FINISHED FACE OR SOLID WOOD

MATERIAL LEGEND

WOOD PLYWOOD (SECTION)

WOOD BLOCKING AS NEEDED (SECTION)

RIGID INSULATION  (SECTION)

FILL MATERIAL (SECTION)

REPLACED SOIL (SECTION)

BATT INSULATION (SECTION)

GYPSUM PANELS
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3
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SYMBOL LEGEND

DOOR MARK, SEE DOOR SCHEDULE

WINDOW / STOREFRONT FRAME MARK 

ROOM NAME

ROOM NUMBER

ROOM CEILING HEIGHT

DETAIL / SECTION NUMBER

SHEET NUMBER

LAY-1 9'-4"

CEILING FINISH

A CASEWORK ELEVATION MARK

LEWIS, ELLIOTT, MCMORRAN, VADEN, RAGSDALE, & WOODWARD, INCORPORATED

CERTIFICATION STATEMENT:

    I HEREBY CERTIFY THAT THESE PLANS AND SPECIFICATIONS HAVE BEEN PREPARED BY 
ME, OR UNDER MY SUPERVISION. I FURTHER CERTIFY THAT TO THE BEST OF MY 
KNOWLEDGE THESE PLANS AND SPECIFICATIONS ARE AS REQUIRED BY LAW AND IN 
COMPLIANCE WITH THE "ARKANSAS FIRE PREVENTION CODE" FOR THE STATE OF 
ARKANSAS.
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ADA STANDARDS FOR ACCESSIBLE DESIGN

ARKANSAS FIRE PREVENTION CODE (AFPC)
INTERNATIONAL BUILDING CODE (IBC)

2010  EDITION

2021  EDITION
2021  EDITION

SEISMIC RISK CATEGORY _
SEISMIC DESIGN CATEGORY _
SALINE COUNTY AFPC REVISIONS

2021 IBC

IBC TABLE 601

IBC 305

TOTAL BUILDING SQUARE FOOTAGE: 

GENERAL CODES:

SEISMIC:

ACCESSIBILITY STANDARDS

OCCUPANCY CLASSIFICATION:

BUILDING CONSTRUCTION TYPE:

EDUCATION

II-A-SPRINKLED 

1ST FLOOR 24,002 SQFT
2ND FLOOR 13,852 SQFT
3RD FLOOR 13,852 SQFT
4TH FLOOR 13,852 SQFT

65,558 SQFT

DESIGN DATA

ALLOWABLE BUILDING HEIGHT AND AREA:

4 STORY / 85 FT TALL / 79,500 SQ. FT. PER FLOOR

FIRE PROTECTION 

PORTABLE FIRE EXTINGUISHERS
AUTOMATIC SPRINKLER SYSTEM
2-HR RATED EXIT STAIR (FIRE BARRIER)
2-HR RATED BUILDING SEPARATION (FIRE WALL) AT EXISTING
FIRE RESISTANCE RATED BUILDING ELEMENTS

PRIMARY STRUCTURAL FRAME 1-HR
BEARING WALLS 1-HR
FLOOR CONSTRUCTION 1-HR
ROOF CONSTRUCTION 1-HR

NFPA 10
IBC 903

IBC 1023 
IBC 706

IBC TABLE 601

IBC 503

STORM SHELTER 

NET OCCUPANT LOAD REQUIRED (75% CLASSROOMS, 70% LAB SPACES)
REQUIRED AREA (OCCUPANT LOAD AT 5 SQFT/PERSON)
PROVIDED AREA

IBC 423 / ICC 500

1061 OCC
5305 SQFT
5562 SQFT

OCCUPANT LOAD AND REQUIRED EGRESS:

LEVEL OCCUPANTS      EXITS        EGRESS WIDTH
(REQ. / ACT)           (REQ. / ACT)

1ST FLOOR         734        3 / 4 110" / 236"
2ND FLOOR         241        2 / 2    60" / 124"
3RD FLOOR         235        2 / 2    60" / 124"
4TH FLOOR         235        2 / 2    60" / 124"

ABBREVIATIONS

AFF
AT
CEJC
CJ
CLG
CONC
CONT
DTL
FD
FEC
FEJ
FLR
GB
MECH
NHO
NTS
OPG
REQ
SHT
SIM
STO
TYP
WEJC

ABOVE FINISH FLOOR
ALUMINUM THRESHOLD

CEILING EXPANSION JOINT COVER
CONTROL JOINT

CEILING
CONCRETE

CONTINUOUS
DETAIL

FLOOR DRAIN
FIRE EXTINGUISHER CABINET

FLOOR EXPANSION JOINT
FLOOR 

GRAB BAR
MECHANICAL

NORMALLY HELD OPEN
NOT TO SCALE

OPENING
REQUIRED

SHEET 
SIMILAR

STORAGE
TYPICAL

WALL EXPANSION JOINT COVER
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LIMITS OF DEMO

BUILDING #3 DEMO
CUT & CAP ALL UTILITY SERVICES

PRIOR TO DEMO

LIMITS OF DEMO
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LIMITS OF DEMO

LIMITS OF DEMO

LIMITS OF DEMO

*NOTE: SEE GRADING PLAN FOR
STORM RE-ROUTE & UTILITY PLAN

FOR WATER, SEWER, GAS RE-ROUTE
PRIOR TO UTILITY DEMO UNDER

BUILDING FOOTPRINT

BUILDING #18 DEMO
CUT & CAP ALL UTILITY SERVICES

PRIOR TO DEMO

BUILDING #17 DEMO
CUT & CAP ALL UTILITY SERVICES

PRIOR TO DEMO

*NOTE: REMOVE SLAB, FOOTINGS & UTILITIES
TO 2' BELOW FINISHED FLOOR -  GRADE AREA

TO ENSURE POSITIVE DRAINAGE  INSTALL
4" OF TOPSOIL AND HYDROSEED W/ MULCH. ALL

FOOTING VOIDS AND DEPRESSIONS WILL
RECEIVE FILL.
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SCALE: 1" = 30'
SITE DEMOLITION PLAN - BUILDINGS #17 & #18
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FFE=430.76

2.0%

BUILDING ADDITION

FFE=433.43

FFE=433.43

FFE=449.43

EX. C.I.
EX. TOP=438.06
EX. FL=434.61

J.B. (2/C1.2)
W/ MH RIM
TOP=437.75
EX. FL IN=433.83
FL IN N=434.00
FL OUT=429.00

EX. 24" CPP

EX. 24" CPP

EX. J.B.
EX. TOP=433.99

EX. FL=427.99

EX. 24" CPP

EX. J.B.
EX. TOP=431.34

EX. FL=425.24

EX. J.B.
EX. TOP=430.95

EX. FL=???? EX. 24" CPP

EX. 24" CPP

EX. BLDG
FFE=431.00

EX. BLDG
FFE=433.95

EX. BLDG
FFE=449.43

EX. G.I.
EX. TOP=429.47

EX. FL=426.22

EX. 18" RCP

EX. G.I. - RAISE TOP
EX. TOP=421.29

NEW TOP=423.10
EX. FL=418.64

CON. TO EX. 18" RCP
EX. FL=425.20

EX. 18" RCP EX. G.I.
EX. TOP=432.36
EX. FL IN=429.56
EX. FL OUT=427.71

EX. 18" FES
EX. FL=431.55

EX. 18" RCP

EX. G.I.
EX. TOP=434.29
EX. FL=431.69

EX. 18" FES
EX. FL=433.17

FILL IN LOW AREA - APPROX 6-12"
TO CREATE SHEET FLOW
DRAINAGE TO THE SOUTH

EX. 18" RCP
EX. G.I.
EX. TOP=418.85
EX. FL IN=416.71
EX. FL OUT=416.81

EX. 18" RCP

EX. 18" RCP

TC=EX. TC=440.45

TS=EX. TS=440.80

MATCH EX. GUTTER

EX. FLAT CURB

GUTTER TO MATCH
EX. ASPHALT

TC=EX. TC=436.60

TC=EX. TC=433.90

TS=449.43

SEG. BLOCK WALL
(SEE SPECS)

TC=EX. TC=429.70

TC=EX. TC=431.65

NEW FLAT CURB

TC=EX. TC=435.50

GUTTER TO MATCH
EX. ASPHALT

TC=EX. TC=436.10

TC=EX. TC=426.08

TS=EX. TC=425.80

TC=EX. TC=423.56

MATCH EX. GUTTER

TC=EX. TC=417.25
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D
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E

MATCH EX. GUTTER

TC=EX. TC=421.10

TS=EX. TS=448.72

TS=EX. TS=449.00

TS=449.25

TS=448.90

TG=433.00

TS=447.80

TS=447.55

5.0%

TC=430.80

MATCH EX. ASPHALT

TC=TS=431.20

TG=430.00

TG=432.75

1.
7%

TS=EX. TS=429.80

TS=430.40

TS=EX. TS=431.00

TS=431.60

TS=EX. TS=433.00

2.0%

TS=EX. TS=434.00

TS=EX. TS=435.40

TS=EX. TS

TS=433.25

TS=433.00

TS=432.40

1.
3%

2.
2%

TS=EX. TC=431.35

EX. 12" CPP

INLINE DRAIN (4/C1.2)
W/ MH RIM - CON. TO
EX. 12" PIPE
TOP=449.25
EX. FL=445.60 (VERIFY)

C.I. (3/C1.2)
W/ EXT. THROAT
TOP=427.25
FL=424.50

TP=EX. TP=433.30

TP=431.00

3.5%

TC=432.40

3.5%3.5%

TP=425.00

8' CURB CUT IN
EX. CURB TS=TP

6" SIDEWALK RAMP

TC=TS=425.80

2% MAX SLOPE IN
H.C. PARKING

TS=EX. TS=428.70

TC=TS=427.50

4.4%

4.
4%

TS=430.25TC=TS=430.10

TS=430.71

TC=TS=430.55

2.8%

EX. C.I.
EX. TOP=416.54

EX. FL=414.44

EX. STAIRS
(TO REMAIN)

TS=EX. TS=444.90
6.2%

TS=430.71

TS=433.38

2.0%

TC=TS=437.50

3.4%

5.
0%

TC=439.15

INLINE DRAIN (4/C1.2)
W/ MH RIM
TOP=445.10
FL=442.10

INLINE DRAIN (4/C1.2)
W/ MH RIM
TOP=437.50

EX. FL=434.50

12" CPP @ 5.3% SLOPE

12" CPP @ 13% SLOPE

H.C. RAMP - SEE ARCH.

TC=TS=429.26

2.
0%

CUT & CAP EX.
18" STORM PIPE

CUT & CAP EX.
18" STORM PIPE

CUT & CAP EX.
24" STORM PIPE

TC=TS=427.50

TC=426.25

4.
0%

4.9%

TC=TS=432.00

2.4%

TC=TS=422.25

TC=TS=423.25

4.
0%

TC=TS=424.25

6.
1%

TC=418.00
(4' CURB CUT)

TC=421.50

TC=421.50
(4' CURB CUT)

2.
3%

4.0%

TC=428.10

TC=425.40

4.0%

2.6%

TC=423.70

2.6%

3.1%

TC=420.50 3.9%
1.9%

TC=419.25TC=418.00

1.9%

1.
7%

TC=430.00

TC=432.00

2.8%

SEG. BLOCK WALL
(SEE SPECS)

1.
0%

J.B. (2/C1.2)
W/ 2X2 STEEL GRATE

TOP=429.00
FL=425.00

J.B. (2/C1.2)
W/ 2X2 STEEL GRATE

TOP=431.10
FL=427.10

TG=433.00

J.B. (2/C1.2)
W/ 2X2 STEEL GRATE
CON. TO EX. STORM
TOP=421.50
FL IN N=418.35
FL=417.45 (VERIFY)

J.B. (2/C1.2)
W/ 2X2 STEEL GRATE

TOP=427.50
FL=423.00

3:
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*NOTE: REMOVE ALL EX. UTILITIES
TO 10' OUTSIDE BLDG FOOTPRINT
& BACKFILL W/ SELECT MATERIAL
COMPACTED 95% MOD. PROCTOR.

ABANDON OUTSIDE BLDG.

420

4204' CONCRETE SWALE
@ 1.6% SLOPE

18" RCP FES
FL=419.00

18" RCP @ 1.5% SLOPE

DETENTION POND
100-YR STORAGE VOL=5,535 CF
AVAILABLE STORAGE VOL=10,086 CF

C.I. (3/C1.2)
W/ EXT. THROAT
TOP=422.30
FL=418.40

18" CPP @ 1.5% SLOPE

30" RCP FES
FL=420.00

30" CPP @ 6.2% SLOPE

J.B. (2/C1.2)
W/ 2X2 STEEL GRATE
TOP=430.00
FL=427.50

15" RCP FES
FL=428.50

15" CPP @ 20% SLOPE

15" RCP @ 5.4% SLOPE

18" CPP @ 2.6% SLOPE

18" RCP @ 6.7% SLOPE

24" CPP @ 3.0% SLOPE

24" CPP @ 1.3% SLOPE

24" RCP @ 4.5% SLOPE

15" RCP @ 2.0% SLOPE
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EX. 3" WATER

EX. 3" GAS

EX. 4" WATER

CUT & CAP EX. 4"
WATERLINE (2/C1.3)

CUT & CAP EX. 4"
WATERLINE (2/C1.3)

CUT & CAP EX. 2" GAS

EX. UNDERGROUND
ELEC. NOT IN USE?

*NOTE: REMOVE ALL EX. UTILITIES
TO 10' OUTSIDE BLDG FOOTPRINT
& BACKFILL W/ SELECT MATERIAL
COMPACTED 95% MOD. PROCTOR.

ABANDON OUTSIDE BLDG.

EX. FIRE HYDRANT

EX. FIRE HYDRANT

EX. FIRE DEPT. CON.

EX. 8" WATER

FFE=430.76

FFE=433.43

BUILDING ADDITION

FFE=433.43

FFE=449.43

CON. TO EX. SS MH
& RAISE TOP

EX. TOP=424.47
NEW TOP=426.00

EX. FL OUT=419.47
NEW FL IN=420.47
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4" SDR-26 PVC @
1.0% MIN. SLOPE

6" SDR-26 PVC @
1.0% MIN. SLOPE

6" SDR-26 PVC @
1.0% MIN. SLOPE

*NOTE: VERIFY ALL BLDG.
SERVICE SIZE, LOCATION &
DEPTH W/ PLUMBING PLANS

EX. FIRE DEPT. CON.

ENCASE SEWER W/ 10"
SCH. 40 PVC TO 10' EACH

SIDE OF WATER LINE -
WATERTIGHT SEAL EACH END

FIRE HYDRANT (3/C1.3)

EX. 8" SEWER

6X2" TAPPED
TEE (2/C1.3)

2" WATER METER IN ACCORDANCE
WITH BRYANT WATER REQ.
DEMAND=130 GPM

2X3" REDUCER

3" 45° BEND (2/C1.3)

3" 45° BEND (2/C1.3)

3" SDR-21 CL200
PVC WATER SVC.

6" CL50 DUCTILE
IRON WATERLINE

CONNECT TO EX.
2" GAS SVC FOR

EX. AUDITORIUM

3X2" REDUCER

2" 5 PSI GASLINE

3" 5 PSI GASLINE

CONNECT TO EX.
3" GASLINE

EX. 8" WATER

EX. 8" WATER

6" 90° BEND (2/C1.3)
8X6" TAPPING SLEEVE

& 6" GATE VALVE
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ADA STANDARDS FOR ACCESSIBLE DESIGN

ARKANSAS FIRE PREVENTION CODE (AFPC)
INTERNATIONAL BUILDING CODE (IBC)

2010  EDITION

2021  EDITION
2021  EDITION

SEISMIC RISK CATEGORY _
SEISMIC DESIGN CATEGORY _
SALINE COUNTY AFPC REVISIONS

2021 IBC

IBC TABLE 601

IBC 305

TOTAL BUILDING SQUARE FOOTAGE: 

GENERAL CODES:

SEISMIC:

ACCESSIBILITY STANDARDS

OCCUPANCY CLASSIFICATION:

BUILDING CONSTRUCTION TYPE:

EDUCATION

II-A-SPRINKLED 

1ST FLOOR 24,002 SQFT
2ND FLOOR 13,852 SQFT
3RD FLOOR 13,852 SQFT
4TH FLOOR 13,852 SQFT

65,558 SQFT

DESIGN DATA

ALLOWABLE BUILDING HEIGHT AND AREA:

4 STORY / 85 FT TALL / 79,500 SQ. FT. PER FLOOR

FIRE PROTECTION 

PORTABLE FIRE EXTINGUISHERS
AUTOMATIC SPRINKLER SYSTEM
2-HR RATED EXIT STAIR (FIRE BARRIER)
2-HR RATED BUILDING SEPARATION (FIRE WALL) AT EXISTING
FIRE RESISTANCE RATED BUILDING ELEMENTS

PRIMARY STRUCTURAL FRAME 1-HR
BEARING WALLS 1-HR
FLOOR CONSTRUCTION 1-HR
ROOF CONSTRUCTION 1-HR

NFPA 10
IBC 903

IBC 1023 
IBC 706

IBC TABLE 601

IBC 503

STORM SHELTER 

NET OCCUPANT LOAD REQUIRED (75% CLASSROOMS, 70% LAB SPACES)
REQUIRED AREA (OCCUPANT LOAD AT 5 SQFT/PERSON)
PROVIDED AREA

IBC 423 / ICC 500

1061 OCC
5305 SQFT
5562 SQFT

OCCUPANT LOAD AND REQUIRED EGRESS:

LEVEL OCCUPANTS      EXITS        EGRESS WIDTH
(REQ. / ACT)           (REQ. / ACT)

1ST FLOOR         734        3 / 4 110" / 236"
2ND FLOOR         241        2 / 2    60" / 124"
3RD FLOOR         235        2 / 2    60" / 124"
4TH FLOOR         235        2 / 2    60" / 124"

DATE:

REVISION:
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LIFE SAFETY / POR - FIRST FLOOR PLAN1

1/16" = 1'-0"A1.1

LIFE SAFETY / POR - SECOND FLOOR PLAN2

1/16" = 1'-0"A1.1

LIFE SAFETY / POR - THIRD FLOOR PLAN3

1/16" = 1'-0"A1.1

LIFE SAFETY / POR - FOURTH FLOOR PLAN4

POR - ACADEMIC CORE SPACES
ROOM

Number

ROOM AREA

POR# NAME PROVIDED REQUIRED
CE-FCS-4 135 FAMILY AND CONSUMER

SCIENCES
3410 SF

H-AC-1 107 CLASSROOM 851 SF 850

H-AC-1 113 CLASSROOM 858 SF 850

H-AC-1 114 CLASSROOM 865 SF 850

H-AC-1 122 CLASSROOM 853 SF 850

H-AC-1 123 CLASSROOM 860 SF 850

H-AC-1 127 CLASSROOM 860 SF 850

H-AC-1 128 CLASSROOM 874 SF 850

H-AC-1 129 CLASSROOM 861 SF 850

H-AC-1 130 CLASSROOM 864 SF 850

H-AC-1 131 CLASSROOM 945 SF 850

H-AC-1 133 CLASSROOM 882 SF 850

H-AC-1 134 CLASSROOM 882 SF 850

H-AC-1 201 CLASSROOM 922 SF 850

H-AC-1 212 CLASSROOM 855 SF 850

H-AC-1 213 CLASSROOM 855 SF 850

H-AC-1 301 CLASSROOM 922 SF 850

H-AC-1 313 CLASSROOM 856 SF 850

H-AC-1 401 CLASSROOM 922 SF 850

H-AC-1 412 CLASSROOM 855 SF 850

H-AC-1 413 CLASSROOM 854 SF 850

H-AC-2 202 SCIENCE LAB 1459 SF 1440

H-AC-2 205 SCIENCE LAB 1450 SF 1440

H-AC-2 211 SCIENCE LAB 1447 SF 1440

H-AC-3 402 CHEMISTRY LAB 1455 SF 1440

H-AC-3 405 CHEMISTRY LAB 1456 SF 1440

H-AC-3 410 CHEMISTRY LAB 1463 SF 1440

H-AC-3 411 CHEMISTRY LAB 1456 SF 1440

H-AC-4 302 SCIENCE LAB 1456 SF 1440

H-AC-4 305 SCIENCE LAB 1451 SF 1440

H-AC-5 203 PREP ROOM 302 SF 300

H-AC-5 206 PREP ROOM 303 SF 300

H-AC-5 303 PREP ROOM 303 SF 300

H-AC-5 306 PREP ROOM 302 SF 300

H-AC-5 311 SCIENCE LAB 1450 SF 1440

H-AC-5 403 PREP ROOM 302 SF 300

H-AC-5 406 PREP ROOM 303 SF 300

H-AC-6 310 PROJECT LAB 1158 SF 1100

H-AC-6 312 PROJECT LAB 1158 SF 1100

H-AC-11 307 CHEMICAL STORAGE 214 SF 150

H-AC-11 407 CHEMICAL STORAGE 217 SF 150

H-MU-9 110 STORAGE 160 SF 150

H-MU-9 120 STORAGE 154 SF 150

H-VA-1 210 ART LAB 1461 SF 1200

H-VA-3 207 ART STORAGE 213 SF 100

TOTAL 42001 SF 37300

POR - SPECIAL EDUCATION SPACES
ROOM

Number

ROOM AREA

POR# NAME PROVIDED REQUIRED
H-SE-2 105 CONFERENCE/WORKROOM 195 SF 150

H-SE-2 214 WORKROOM/ CONFERENCE 544 SF 150

H-SE-3 111 TOILET / SHOWER 148 SF 100

H-SE-3 118 TOILET / SHOWER 147 SF 100

H-SE-4 115 RESOURCE 462 SF 450

H-SE-4 121 RESOURCE 455 SF 450

H-SE-5 101 SPEECH 488 SF 475

H-SE-5 103 SPEECH 487 SF 475

H-SE-7 108 OT/PT 381 SF 350

H-SE-7 116 OT/PT 380 SF 350

TOTAL 3687 SF 3050

* TOTAL FUNDED/REQUIRED ACADEMIC CORE SPACE PER PROJECT AGREEMENT

41,770 SF*

* TOTAL FUNDED/REQUIRED SPECIAL EDUCATION SPACE PER PROJECT AGREEMENT

3,600 SF*

04-09-24
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A4.3

GENERAL NOTES
1. SEE OVERALL PLAN SHEET A1.1 FOR CODE DATA AND FIRE PROTECTION REQUIRMENTS 

AND METHODS

2. CONTRACTOR TO VISIT SITE TO BECOME FAMILIAR WITH EXISTING CONDITIONS PRIOR TO 
BIDDING PROJECT.  BRING ANY DISCREPANCIES TO THE ATTENTION OF THE ARCHITECT 
PRIOR TO BID.

3. INTERIOR LIGHT GAUGE METAL STUD WALLS
• WALLS SHALL BE FRAMED WITH 3 5/8" OR 6"  (SEE PLAN) MEMBERS AT 16" O.C. w/ 

CONTINUOUS TRACK TOP AND BOTTOM, UNLESS NOTED OTHERWISE.  
• EXTEND ALL WALLS 8" MIN. ABOVE CEILING
• WALLS WITHOUT AN ADJACENT FINISHED CEILING SHALL EXTEND TO DECK ABOVE
• LIGHT GAUGE FRAMING NOT SUFFICIENTLY BRACED BY INTERSECTING FRAMING 

OR REQUIRED BY HEIGHT OF FRAMING SHALL BE BRACED TO STRUCTURE WITH 
METAL STUD KICKERS (APPROXIMATELY 45 DEGREES) AT 48" ON CENTER 
MAXIMUM.
                              

4. PRIVACY WALLS (BLOCK OR STUD) SHALL EXTEND TO FLOOR DECK  OR 5'-0" ABOVE 
HIGHEST ADJACENT CEILING WITH L.G. METAL FRAMING AND 5/8" GYPSUM BOARD ON AT 
LEAST ONE SIDE

5. INTERIOR DOORS NOT DIMENSIONS SHALL BE LOCATED AS FOLLOWS:
• HINGE SIDE ADJACENT TO INTERSECTING WALL (CMU)
• HINGE SIDE 4" OFF INTERSECTING WALL (STUD)
• LATCH SIDE 1'-4" OFF INTERSECTING WALL (STUD/CMU)
• CENTERED BETWEEN INTERSECTING WALLS (STUD/CMU)
• 

6. PROVIDE HOUSEKEEPING PADS FOR ELECTRICAL AND MECHANICAL EQUIPMENT. VERIFY 
SIZE AND LOCATION WITH ELECTRICAL, PLUMBING, AND HVAC INSTALLERS AND 
MANUFACTURERS.

7. FOR SOUND TRANSFER CONTROL, FILL STUD WALLS WITH SOUND ATTENUATION BLANKET 
INSULATION. INSTALL BATT INSULATION ON ALL CEILING AROUND PERIMETER OF ROOMS 
EXTENDING 2'-0" FROM ALL INTERIOR WALLS UNLESS NOTED OTHERWISE IN REFLECTED 
CEILING PLAN NOTES.

8. GYPSUM BOARD EXPANSION JOINTS SHALL BE LOCATED 30'-0" O.C. MAXIMUM.  VERIFY 
LOCATIONS WITH ARCHITECT.  LOCATE ABOVE DOOR HEADS WHERE POSSIBLE.

9. FIELD VERIFY ALL DIMENSIONS FOR HANDRAILS, EQUIPMENT, ETC. PRIOR TO 
FABRICATION AND INSTALLATION

10. PROVIDE WOOD FOR BLOCKING WHERE BLOCKING IS REQUIRED. WHERE BLOCKING 
CONTACTS METAL FRAME, STUDS, ETC. SEPARATE WITH BUILDING FELT TO AVOID 
REACTIONS BETWEEN WOOD AND METALS.

11. ALL FIRE WALLS AND BARRIERS  SHALL BE MARKED WITH SIGNAGE READING, "FIRE 
AND/OR SMOKE BARRIER- PROTECT ALL OPENINGS" ACCORDING TO 2021 ARKANSAS FIRE 
PREVENTION CODE SECTION 703.7. ALL PENETRATIONS SHALL BE PROTECTED BY AN 
APPROVED THROUGH-PENETRATION FIRESTOP SYSTEM IN ACCORDANCE WITH UL 1479

TOILET ACCESSORY SCHEDULE

GRAB BAR - 36"

MARK DESCRIPTION

GB-36

MOUNTING HEIGHT

H.C. WATER CLOSETHCWC 17" A.F.F. to SEAT

COAT HOOKCH 54" A.F.F.

GRAB BAR - 42"GB-42

MIRRORM 24"X36"  ; 40" A.F.F. to BOTTOM OF 
REFLECTIVE SURFACE

34" A.F.F. to CENTERLINE

34" A.F.F. to CENTERLINE

LAV LAVATORY - WALL MOUNTED 34" A.F.F. to RIM

HANDICAP WATER COOLERHEWC 36" to SPOUT

VERTICAL GRAB BAR - 18"GB-18 40" A.F.F. to BASE

S SINK - COUNTER MOUNTED

URINALU

WATER CLOSETWC 15" A.F.F. to SEAT

24" A.F.F. to RIM

EWC

NOTES:

1. TOILET PAPER AND SOAP DISPENSERS ARE TO BE PROVIDED BY THE OWNER. 
TOILET PAPER DISPENSER ARE TO BE INSTALLED NO LOWER THAN 19" AFF. THE 
OPERATION AND SPIGOT PORTION OF SOAP DISPENSERS SHALL BE INSTALLED 
AT 44" AFF. CONTRACTOR TO COORDINATE AND VERIFY

7'-0" A.F.F.SHOWER CURTAIN & RODCR

FOLDING SHOWER SEATFSS 17" A.F.F. to SEAT

HAND DRYERHD 44" A.F.F. to BOTTOM

GRAB BAR - 2 WALLGB-2W 34" A.F.F. to CENTERLINE

GRAB BAR - 3 WALLGB-3W 34" A.F.F. to CENTERLINE

CHANGING TABLECT 31" A.F.F. to BOTTOM

ELECT. WATER COOLER w/ 
BOTTLE FILLER

42" to SPOUT / 36" to SPOUT @ ADA

DATE:

REVISION:

PROJECT NO:

DRAWN BY:

A2.1
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FIRST FLOOR PLAN - AREA A1

1/4" = 1'-0"A2.1
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GENERAL NOTES
1. SEE OVERALL PLAN SHEET A1.1 FOR CODE DATA AND FIRE PROTECTION REQUIRMENTS 

AND METHODS

2. CONTRACTOR TO VISIT SITE TO BECOME FAMILIAR WITH EXISTING CONDITIONS PRIOR TO 
BIDDING PROJECT.  BRING ANY DISCREPANCIES TO THE ATTENTION OF THE ARCHITECT 
PRIOR TO BID.

3. INTERIOR LIGHT GAUGE METAL STUD WALLS
• WALLS SHALL BE FRAMED WITH 3 5/8" OR 6"  (SEE PLAN) MEMBERS AT 16" O.C. w/ 

CONTINUOUS TRACK TOP AND BOTTOM, UNLESS NOTED OTHERWISE.  
• EXTEND ALL WALLS 8" MIN. ABOVE CEILING
• WALLS WITHOUT AN ADJACENT FINISHED CEILING SHALL EXTEND TO DECK ABOVE
• LIGHT GAUGE FRAMING NOT SUFFICIENTLY BRACED BY INTERSECTING FRAMING 

OR REQUIRED BY HEIGHT OF FRAMING SHALL BE BRACED TO STRUCTURE WITH 
METAL STUD KICKERS (APPROXIMATELY 45 DEGREES) AT 48" ON CENTER 
MAXIMUM.
                              

4. PRIVACY WALLS (BLOCK OR STUD) SHALL EXTEND TO FLOOR DECK  OR 5'-0" ABOVE 
HIGHEST ADJACENT CEILING WITH L.G. METAL FRAMING AND 5/8" GYPSUM BOARD ON AT 
LEAST ONE SIDE

5. INTERIOR DOORS NOT DIMENSIONS SHALL BE LOCATED AS FOLLOWS:
• HINGE SIDE ADJACENT TO INTERSECTING WALL (CMU)
• HINGE SIDE 4" OFF INTERSECTING WALL (STUD)
• LATCH SIDE 1'-4" OFF INTERSECTING WALL (STUD/CMU)
• CENTERED BETWEEN INTERSECTING WALLS (STUD/CMU)
• 

6. PROVIDE HOUSEKEEPING PADS FOR ELECTRICAL AND MECHANICAL EQUIPMENT. VERIFY 
SIZE AND LOCATION WITH ELECTRICAL, PLUMBING, AND HVAC INSTALLERS AND 
MANUFACTURERS.

7. FOR SOUND TRANSFER CONTROL, FILL STUD WALLS WITH SOUND ATTENUATION BLANKET 
INSULATION. INSTALL BATT INSULATION ON ALL CEILING AROUND PERIMETER OF ROOMS 
EXTENDING 2'-0" FROM ALL INTERIOR WALLS UNLESS NOTED OTHERWISE IN REFLECTED 
CEILING PLAN NOTES.

8. GYPSUM BOARD EXPANSION JOINTS SHALL BE LOCATED 30'-0" O.C. MAXIMUM.  VERIFY 
LOCATIONS WITH ARCHITECT.  LOCATE ABOVE DOOR HEADS WHERE POSSIBLE.

9. FIELD VERIFY ALL DIMENSIONS FOR HANDRAILS, EQUIPMENT, ETC. PRIOR TO 
FABRICATION AND INSTALLATION

10. PROVIDE WOOD FOR BLOCKING WHERE BLOCKING IS REQUIRED. WHERE BLOCKING 
CONTACTS METAL FRAME, STUDS, ETC. SEPARATE WITH BUILDING FELT TO AVOID 
REACTIONS BETWEEN WOOD AND METALS.

11. ALL FIRE WALLS AND BARRIERS  SHALL BE MARKED WITH SIGNAGE READING, "FIRE 
AND/OR SMOKE BARRIER- PROTECT ALL OPENINGS" ACCORDING TO 2021 ARKANSAS FIRE 
PREVENTION CODE SECTION 703.7. ALL PENETRATIONS SHALL BE PROTECTED BY AN 
APPROVED THROUGH-PENETRATION FIRESTOP SYSTEM IN ACCORDANCE WITH UL 1479

TOILET ACCESSORY SCHEDULE

GRAB BAR - 36"

MARK DESCRIPTION

GB-36

MOUNTING HEIGHT

H.C. WATER CLOSETHCWC 17" A.F.F. to SEAT

COAT HOOKCH 54" A.F.F.

GRAB BAR - 42"GB-42

MIRRORM 24"X36"  ; 40" A.F.F. to BOTTOM OF 
REFLECTIVE SURFACE

34" A.F.F. to CENTERLINE

34" A.F.F. to CENTERLINE

LAV LAVATORY - WALL MOUNTED 34" A.F.F. to RIM

HANDICAP WATER COOLERHEWC 36" to SPOUT

VERTICAL GRAB BAR - 18"GB-18 40" A.F.F. to BASE

S SINK - COUNTER MOUNTED

URINALU

WATER CLOSETWC 15" A.F.F. to SEAT

24" A.F.F. to RIM

EWC

NOTES:

1. TOILET PAPER AND SOAP DISPENSERS ARE TO BE PROVIDED BY THE OWNER. 
TOILET PAPER DISPENSER ARE TO BE INSTALLED NO LOWER THAN 19" AFF. THE 
OPERATION AND SPIGOT PORTION OF SOAP DISPENSERS SHALL BE INSTALLED 
AT 44" AFF. CONTRACTOR TO COORDINATE AND VERIFY

7'-0" A.F.F.SHOWER CURTAIN & RODCR

FOLDING SHOWER SEATFSS 17" A.F.F. to SEAT

HAND DRYERHD 44" A.F.F. to BOTTOM

GRAB BAR - 2 WALLGB-2W 34" A.F.F. to CENTERLINE

GRAB BAR - 3 WALLGB-3W 34" A.F.F. to CENTERLINE

CHANGING TABLECT 31" A.F.F. to BOTTOM

ELECT. WATER COOLER w/ 
BOTTLE FILLER

42" to SPOUT / 36" to SPOUT @ ADA

5'-
0"

1'-
3"

SEE PLAN 1'-8"
SE

E 
RC

P

CEILINGOPEN

OPEN

DOOR IN HOLLOW METAL FRAME. 
SEE DOOR SCHEDULE FOR 
ADDITIONAL INFORMATION

SEE FINISH SCHEDULE 
FOR FINISH

1'-0"

4'-0"

3 5/8" METAL STUD FRAMING 
WITH 5/8" GYPSUM BOARD ON 
ALL SIDES. FINISH PER 
SCHEDULE

6" TALL METAL STUD BOX BEAM

DATE:

REVISION:

PROJECT NO:

DRAWN BY:
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1/8" = 1'-0"A2.2

FIRST FLOOR PLAN - AREA B1

1/4" = 1'-0"A2.2

ENLARGED PLAN -TOILETS 140 & 1422

1/4" = 1'-0"A2.2

ENLARGED PLAN - TOILETS 137, 138, & 1393

1/2" = 1'-0"A2.2

TYPICAL TOILET PARTITION4
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GENERAL NOTES
1. SEE OVERALL PLAN SHEET A1.1 FOR CODE DATA AND FIRE PROTECTION REQUIRMENTS 

AND METHODS

2. CONTRACTOR TO VISIT SITE TO BECOME FAMILIAR WITH EXISTING CONDITIONS PRIOR TO 
BIDDING PROJECT.  BRING ANY DISCREPANCIES TO THE ATTENTION OF THE ARCHITECT 
PRIOR TO BID.

3. INTERIOR LIGHT GAUGE METAL STUD WALLS
• WALLS SHALL BE FRAMED WITH 3 5/8" OR 6"  (SEE PLAN) MEMBERS AT 16" O.C. w/ 

CONTINUOUS TRACK TOP AND BOTTOM, UNLESS NOTED OTHERWISE.  
• EXTEND ALL WALLS 8" MIN. ABOVE CEILING
• WALLS WITHOUT AN ADJACENT FINISHED CEILING SHALL EXTEND TO DECK ABOVE
• LIGHT GAUGE FRAMING NOT SUFFICIENTLY BRACED BY INTERSECTING FRAMING 

OR REQUIRED BY HEIGHT OF FRAMING SHALL BE BRACED TO STRUCTURE WITH 
METAL STUD KICKERS (APPROXIMATELY 45 DEGREES) AT 48" ON CENTER 
MAXIMUM.
                              

4. PRIVACY WALLS (BLOCK OR STUD) SHALL EXTEND TO FLOOR DECK  OR 5'-0" ABOVE 
HIGHEST ADJACENT CEILING WITH L.G. METAL FRAMING AND 5/8" GYPSUM BOARD ON AT 
LEAST ONE SIDE

5. INTERIOR DOORS NOT DIMENSIONS SHALL BE LOCATED AS FOLLOWS:
• HINGE SIDE ADJACENT TO INTERSECTING WALL (CMU)
• HINGE SIDE 4" OFF INTERSECTING WALL (STUD)
• LATCH SIDE 1'-4" OFF INTERSECTING WALL (STUD/CMU)
• CENTERED BETWEEN INTERSECTING WALLS (STUD/CMU)
• 

6. PROVIDE HOUSEKEEPING PADS FOR ELECTRICAL AND MECHANICAL EQUIPMENT. VERIFY 
SIZE AND LOCATION WITH ELECTRICAL, PLUMBING, AND HVAC INSTALLERS AND 
MANUFACTURERS.

7. FOR SOUND TRANSFER CONTROL, FILL STUD WALLS WITH SOUND ATTENUATION BLANKET 
INSULATION. INSTALL BATT INSULATION ON ALL CEILING AROUND PERIMETER OF ROOMS 
EXTENDING 2'-0" FROM ALL INTERIOR WALLS UNLESS NOTED OTHERWISE IN REFLECTED 
CEILING PLAN NOTES.

8. GYPSUM BOARD EXPANSION JOINTS SHALL BE LOCATED 30'-0" O.C. MAXIMUM.  VERIFY 
LOCATIONS WITH ARCHITECT.  LOCATE ABOVE DOOR HEADS WHERE POSSIBLE.

9. FIELD VERIFY ALL DIMENSIONS FOR HANDRAILS, EQUIPMENT, ETC. PRIOR TO 
FABRICATION AND INSTALLATION

10. PROVIDE WOOD FOR BLOCKING WHERE BLOCKING IS REQUIRED. WHERE BLOCKING 
CONTACTS METAL FRAME, STUDS, ETC. SEPARATE WITH BUILDING FELT TO AVOID 
REACTIONS BETWEEN WOOD AND METALS.

11. ALL FIRE WALLS AND BARRIERS  SHALL BE MARKED WITH SIGNAGE READING, "FIRE 
AND/OR SMOKE BARRIER- PROTECT ALL OPENINGS" ACCORDING TO 2021 ARKANSAS FIRE 
PREVENTION CODE SECTION 703.7. ALL PENETRATIONS SHALL BE PROTECTED BY AN 
APPROVED THROUGH-PENETRATION FIRESTOP SYSTEM IN ACCORDANCE WITH UL 1479

TOILET ACCESSORY SCHEDULE

GRAB BAR - 36"

MARK DESCRIPTION

GB-36

MOUNTING HEIGHT

H.C. WATER CLOSETHCWC 17" A.F.F. to SEAT

COAT HOOKCH 54" A.F.F.

GRAB BAR - 42"GB-42

MIRRORM 24"X36"  ; 40" A.F.F. to BOTTOM OF 
REFLECTIVE SURFACE

34" A.F.F. to CENTERLINE

34" A.F.F. to CENTERLINE

LAV LAVATORY - WALL MOUNTED 34" A.F.F. to RIM

HANDICAP WATER COOLERHEWC 36" to SPOUT

VERTICAL GRAB BAR - 18"GB-18 40" A.F.F. to BASE

S SINK - COUNTER MOUNTED

URINALU

WATER CLOSETWC 15" A.F.F. to SEAT

24" A.F.F. to RIM

EWC

NOTES:

1. TOILET PAPER AND SOAP DISPENSERS ARE TO BE PROVIDED BY THE OWNER. 
TOILET PAPER DISPENSER ARE TO BE INSTALLED NO LOWER THAN 19" AFF. THE 
OPERATION AND SPIGOT PORTION OF SOAP DISPENSERS SHALL BE INSTALLED 
AT 44" AFF. CONTRACTOR TO COORDINATE AND VERIFY

7'-0" A.F.F.SHOWER CURTAIN & RODCR

FOLDING SHOWER SEATFSS 17" A.F.F. to SEAT

HAND DRYERHD 44" A.F.F. to BOTTOM

GRAB BAR - 2 WALLGB-2W 34" A.F.F. to CENTERLINE

GRAB BAR - 3 WALLGB-3W 34" A.F.F. to CENTERLINE

CHANGING TABLECT 31" A.F.F. to BOTTOM

ELECT. WATER COOLER w/ 
BOTTLE FILLER

42" to SPOUT / 36" to SPOUT @ ADA

7'-
0"

2'-
0"

7'-10" 6'-8" 7'-10" 1'-6"

LAV

GB-36

HCWC
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4"
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M
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 T

YP
.
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REVISION:
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GENERAL NOTES
1. SEE OVERALL PLAN SHEET A1.1 FOR CODE DATA AND FIRE PROTECTION REQUIRMENTS 

AND METHODS

2. CONTRACTOR TO VISIT SITE TO BECOME FAMILIAR WITH EXISTING CONDITIONS PRIOR TO 
BIDDING PROJECT.  BRING ANY DISCREPANCIES TO THE ATTENTION OF THE ARCHITECT 
PRIOR TO BID.

3. INTERIOR LIGHT GAUGE METAL STUD WALLS
• WALLS SHALL BE FRAMED WITH 3 5/8" OR 6"  (SEE PLAN) MEMBERS AT 16" O.C. w/ 

CONTINUOUS TRACK TOP AND BOTTOM, UNLESS NOTED OTHERWISE.  
• EXTEND ALL WALLS 8" MIN. ABOVE CEILING
• WALLS WITHOUT AN ADJACENT FINISHED CEILING SHALL EXTEND TO DECK ABOVE
• LIGHT GAUGE FRAMING NOT SUFFICIENTLY BRACED BY INTERSECTING FRAMING 

OR REQUIRED BY HEIGHT OF FRAMING SHALL BE BRACED TO STRUCTURE WITH 
METAL STUD KICKERS (APPROXIMATELY 45 DEGREES) AT 48" ON CENTER 
MAXIMUM.
                              

4. PRIVACY WALLS (BLOCK OR STUD) SHALL EXTEND TO FLOOR DECK  OR 5'-0" ABOVE 
HIGHEST ADJACENT CEILING WITH L.G. METAL FRAMING AND 5/8" GYPSUM BOARD ON AT 
LEAST ONE SIDE

5. INTERIOR DOORS NOT DIMENSIONS SHALL BE LOCATED AS FOLLOWS:
• HINGE SIDE ADJACENT TO INTERSECTING WALL (CMU)
• HINGE SIDE 4" OFF INTERSECTING WALL (STUD)
• LATCH SIDE 1'-4" OFF INTERSECTING WALL (STUD/CMU)
• CENTERED BETWEEN INTERSECTING WALLS (STUD/CMU)
• 

6. PROVIDE HOUSEKEEPING PADS FOR ELECTRICAL AND MECHANICAL EQUIPMENT. VERIFY 
SIZE AND LOCATION WITH ELECTRICAL, PLUMBING, AND HVAC INSTALLERS AND 
MANUFACTURERS.

7. FOR SOUND TRANSFER CONTROL, FILL STUD WALLS WITH SOUND ATTENUATION BLANKET 
INSULATION. INSTALL BATT INSULATION ON ALL CEILING AROUND PERIMETER OF ROOMS 
EXTENDING 2'-0" FROM ALL INTERIOR WALLS UNLESS NOTED OTHERWISE IN REFLECTED 
CEILING PLAN NOTES.

8. GYPSUM BOARD EXPANSION JOINTS SHALL BE LOCATED 30'-0" O.C. MAXIMUM.  VERIFY 
LOCATIONS WITH ARCHITECT.  LOCATE ABOVE DOOR HEADS WHERE POSSIBLE.

9. FIELD VERIFY ALL DIMENSIONS FOR HANDRAILS, EQUIPMENT, ETC. PRIOR TO 
FABRICATION AND INSTALLATION

10. PROVIDE WOOD FOR BLOCKING WHERE BLOCKING IS REQUIRED. WHERE BLOCKING 
CONTACTS METAL FRAME, STUDS, ETC. SEPARATE WITH BUILDING FELT TO AVOID 
REACTIONS BETWEEN WOOD AND METALS.

11. ALL FIRE WALLS AND BARRIERS  SHALL BE MARKED WITH SIGNAGE READING, "FIRE 
AND/OR SMOKE BARRIER- PROTECT ALL OPENINGS" ACCORDING TO 2021 ARKANSAS FIRE 
PREVENTION CODE SECTION 703.7. ALL PENETRATIONS SHALL BE PROTECTED BY AN 
APPROVED THROUGH-PENETRATION FIRESTOP SYSTEM IN ACCORDANCE WITH UL 1479

TOILET ACCESSORY SCHEDULE

GRAB BAR - 36"

MARK DESCRIPTION

GB-36

MOUNTING HEIGHT

H.C. WATER CLOSETHCWC 17" A.F.F. to SEAT

COAT HOOKCH 54" A.F.F.

GRAB BAR - 42"GB-42

MIRRORM 24"X36"  ; 40" A.F.F. to BOTTOM OF 
REFLECTIVE SURFACE

34" A.F.F. to CENTERLINE

34" A.F.F. to CENTERLINE

LAV LAVATORY - WALL MOUNTED 34" A.F.F. to RIM

HANDICAP WATER COOLERHEWC 36" to SPOUT

VERTICAL GRAB BAR - 18"GB-18 40" A.F.F. to BASE

S SINK - COUNTER MOUNTED

URINALU

WATER CLOSETWC 15" A.F.F. to SEAT

24" A.F.F. to RIM

EWC

NOTES:

1. TOILET PAPER AND SOAP DISPENSERS ARE TO BE PROVIDED BY THE OWNER. 
TOILET PAPER DISPENSER ARE TO BE INSTALLED NO LOWER THAN 19" AFF. THE 
OPERATION AND SPIGOT PORTION OF SOAP DISPENSERS SHALL BE INSTALLED 
AT 44" AFF. CONTRACTOR TO COORDINATE AND VERIFY

7'-0" A.F.F.SHOWER CURTAIN & RODCR

FOLDING SHOWER SEATFSS 17" A.F.F. to SEAT

HAND DRYERHD 44" A.F.F. to BOTTOM
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GENERAL NOTES
1. SEE OVERALL PLAN SHEET A1.1 FOR CODE DATA AND FIRE PROTECTION REQUIRMENTS 

AND METHODS

2. CONTRACTOR TO VISIT SITE TO BECOME FAMILIAR WITH EXISTING CONDITIONS PRIOR TO 
BIDDING PROJECT.  BRING ANY DISCREPANCIES TO THE ATTENTION OF THE ARCHITECT 
PRIOR TO BID.

3. INTERIOR LIGHT GAUGE METAL STUD WALLS
• WALLS SHALL BE FRAMED WITH 3 5/8" OR 6"  (SEE PLAN) MEMBERS AT 16" O.C. w/ 

CONTINUOUS TRACK TOP AND BOTTOM, UNLESS NOTED OTHERWISE.  
• EXTEND ALL WALLS 8" MIN. ABOVE CEILING
• WALLS WITHOUT AN ADJACENT FINISHED CEILING SHALL EXTEND TO DECK ABOVE
• LIGHT GAUGE FRAMING NOT SUFFICIENTLY BRACED BY INTERSECTING FRAMING 

OR REQUIRED BY HEIGHT OF FRAMING SHALL BE BRACED TO STRUCTURE WITH 
METAL STUD KICKERS (APPROXIMATELY 45 DEGREES) AT 48" ON CENTER 
MAXIMUM.
                              

4. PRIVACY WALLS (BLOCK OR STUD) SHALL EXTEND TO FLOOR DECK  OR 5'-0" ABOVE 
HIGHEST ADJACENT CEILING WITH L.G. METAL FRAMING AND 5/8" GYPSUM BOARD ON AT 
LEAST ONE SIDE

5. INTERIOR DOORS NOT DIMENSIONS SHALL BE LOCATED AS FOLLOWS:
• HINGE SIDE ADJACENT TO INTERSECTING WALL (CMU)
• HINGE SIDE 4" OFF INTERSECTING WALL (STUD)
• LATCH SIDE 1'-4" OFF INTERSECTING WALL (STUD/CMU)
• CENTERED BETWEEN INTERSECTING WALLS (STUD/CMU)
• 

6. PROVIDE HOUSEKEEPING PADS FOR ELECTRICAL AND MECHANICAL EQUIPMENT. VERIFY 
SIZE AND LOCATION WITH ELECTRICAL, PLUMBING, AND HVAC INSTALLERS AND 
MANUFACTURERS.

7. FOR SOUND TRANSFER CONTROL, FILL STUD WALLS WITH SOUND ATTENUATION BLANKET 
INSULATION. INSTALL BATT INSULATION ON ALL CEILING AROUND PERIMETER OF ROOMS 
EXTENDING 2'-0" FROM ALL INTERIOR WALLS UNLESS NOTED OTHERWISE IN REFLECTED 
CEILING PLAN NOTES.

8. GYPSUM BOARD EXPANSION JOINTS SHALL BE LOCATED 30'-0" O.C. MAXIMUM.  VERIFY 
LOCATIONS WITH ARCHITECT.  LOCATE ABOVE DOOR HEADS WHERE POSSIBLE.

9. FIELD VERIFY ALL DIMENSIONS FOR HANDRAILS, EQUIPMENT, ETC. PRIOR TO 
FABRICATION AND INSTALLATION

10. PROVIDE WOOD FOR BLOCKING WHERE BLOCKING IS REQUIRED. WHERE BLOCKING 
CONTACTS METAL FRAME, STUDS, ETC. SEPARATE WITH BUILDING FELT TO AVOID 
REACTIONS BETWEEN WOOD AND METALS.

11. ALL FIRE WALLS AND BARRIERS  SHALL BE MARKED WITH SIGNAGE READING, "FIRE 
AND/OR SMOKE BARRIER- PROTECT ALL OPENINGS" ACCORDING TO 2021 ARKANSAS FIRE 
PREVENTION CODE SECTION 703.7. ALL PENETRATIONS SHALL BE PROTECTED BY AN 
APPROVED THROUGH-PENETRATION FIRESTOP SYSTEM IN ACCORDANCE WITH UL 1479

TOILET ACCESSORY SCHEDULE

GRAB BAR - 36"

MARK DESCRIPTION

GB-36

MOUNTING HEIGHT

H.C. WATER CLOSETHCWC 17" A.F.F. to SEAT

COAT HOOKCH 54" A.F.F.

GRAB BAR - 42"GB-42

MIRRORM 24"X36"  ; 40" A.F.F. to BOTTOM OF 
REFLECTIVE SURFACE

34" A.F.F. to CENTERLINE

34" A.F.F. to CENTERLINE

LAV LAVATORY - WALL MOUNTED 34" A.F.F. to RIM

HANDICAP WATER COOLERHEWC 36" to SPOUT

VERTICAL GRAB BAR - 18"GB-18 40" A.F.F. to BASE

S SINK - COUNTER MOUNTED

URINALU

WATER CLOSETWC 15" A.F.F. to SEAT

24" A.F.F. to RIM

EWC

NOTES:

1. TOILET PAPER AND SOAP DISPENSERS ARE TO BE PROVIDED BY THE OWNER. 
TOILET PAPER DISPENSER ARE TO BE INSTALLED NO LOWER THAN 19" AFF. THE 
OPERATION AND SPIGOT PORTION OF SOAP DISPENSERS SHALL BE INSTALLED 
AT 44" AFF. CONTRACTOR TO COORDINATE AND VERIFY

7'-0" A.F.F.SHOWER CURTAIN & RODCR

FOLDING SHOWER SEATFSS 17" A.F.F. to SEAT

HAND DRYERHD 44" A.F.F. to BOTTOM

GRAB BAR - 2 WALLGB-2W 34" A.F.F. to CENTERLINE

GRAB BAR - 3 WALLGB-3W 34" A.F.F. to CENTERLINE

CHANGING TABLECT 31" A.F.F. to BOTTOM

ELECT. WATER COOLER w/ 
BOTTLE FILLER

42" to SPOUT / 36" to SPOUT @ ADA

1/8" = 1'-0"A2.5
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